
City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System GF 10-RG
Project Project No. Inspection Date/Time Facility Name School #

Gwynns 
Falls 995R

4/27/2006 Woodholme 
Elementary

Inspected By Access Instructions

CB/RM Elevator to maintenance bent house through 
door, ladder to top of rooftop.Site Address: 300 Mt. Wilson Lane

Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Maralee Clark 38655-306

Title: Principal Telog Telephone Number Recommended for 
InstallationPhone # 410-887-6700 Telog Serial # 112903

Installation Instructions Installation Photo

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB 4/27/2006 14:25 10 test clicks

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System GF 11-RG
Project Project No. Inspection Date/Time Facility Name School #

Gwynns 
Falls 995R

4/27/2006 Summit Park 
Elementary

Inspected By Access Instructions

CB/RM Door through school storage closet, up 2nd 
ladderSite Address: 6920 Diana Road

Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Diane Richmond 38646-306

Title: Principal Telog Telephone Number Recommended for 
InstallationPhone # 410-887-1210 Telog Serial # 112904

Installation Instructions Installation Photo

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB 4/27/2006 15:25 10 test clicks

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System HR19-RG
Project Project No. Inspection Date/Time Facility Name School #

Herring Run 995R
4/28/06 12:00 Pleasant Plains 

Elementary
Inspected By Access Instructions

SM / CB
See Mr. Fred. Enter Janitorial closet

Site Address: 8300 Pleasant Plains Road
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Mr. Fred Deaouvlt 38654-306

Title: Chief Custodian Telog Telephone Number Recommended for 
InstallationPhone # 410-887-3549 Telog serial # 112901

Installation Instructions Installation Photo

Photo will be provided later.  Photo 
unacceptable

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

SM / CB 4/26/2006 12:02 10 Tips See Fred Chief Custodian for access to the roof

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System HR 15-RG
Project Project No. Inspection Date/Time Facility Name School #

Herring 
Run 995R

4/29/2006 Sinclair Lane 
Elementary 248

Inspected By Access Instructions

SM/CB

Site Address: 3880 Sinclair Lane
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Pattie Baylor 38648-306

Title: Chief Custodian Telog Telephone Number Recommended for 
InstallationPhone # 410-396-9116 Telog Serial # 112920

Installation Instructions Installation Photo

Photo will be provided later.  Photo 
unacceptable

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

10 tips Go to office

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System HR 16-RG
Project Project No. Inspection Date/Time Facility Name School #

Herring 
Run 995R

4/28/2006 Eastwood Center 
Elementary.

Inspected By Access Instructions

SM/CB
Through custodial closet

Site Address: 428 Westham Way
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Ron Snyder 38650-306

Title: Chief Custodial Telog Telephone Number Recommended for 
InstallationPhone # 410-887-7434 Telog S/N# 112921

Installation Instructions Installation Photo

Photo will be provided later.  Photo 
unacceptable

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

SM/CB 4/28/2006 10 Safety issue on roof, may need to contact Ron Snyder
for access to roof

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System HR 17-RG
Project Project No. Inspection Date/Time Facility Name School #

Herring 
Run 995R

4/26/2006 Hamilton Middle 
School 41

Inspected By Access Instructions

CB/RM Through school, elevator to 3rd floor, through 
window in the teachers loungeSite Address: 5609 Sefton Avenue

Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Mr. Blake

Title: Custodian Telog Telephone Number Recommended for 
InstallationPhone # 410-396-6370 Telog Serial # 112916

Installation Instructions Installation Photo

Antenna and satellite on the tower, through the window in the 
teacher's lounge

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB/RM 4/25/2006 13:55 Test clicker (6)

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System HR 18-RG
Project Project No. Inspection Date/Time Facility Name School #

Herring 
Run 995R

4/26/2006 Golden Ring Middle 
School

Inspected By Access Instructions

CB/RM Ladder to rooftop through school, slightly 
slanted roofSite Address: 6700 Kenwood Avenue

Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Mr. Fox, Barbara Edwards

Title: Maintenance Telog Telephone Number Recommended for 
InstallationPhone # 410-887-0130 Telog Serial # 112907

Installation Instructions Installation Photo

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB 4/25/2006 16:00 Test clicks (6)

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System HR 20-RG
Project Project No. Inspection Date/Time Facility Name School #

Herring Run 995R
4/28/2006 Seven Oaks 

Elementary
Inspected By Access Instructions

SM/CB
Penthouse One

Site Address: 9220 Seven Courts Dr.
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Max Bennet 38661-306

Title: Chief Custodial Telog Telephone Number Recommended for 
InstallationPhone # 410-887-5144 Telog S/N #

Installation Instructions Installation Photo

Photo will be provided later.  Photo 
unacceptable

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

SM/CB 4/28/2006 10:40 10 Tips See chief custodial, need key

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System JF 12-RG
Project Project No. Inspection Date/Time Facility Name School #

Baltimore 995R
4/26/2006 Samuel Coleridge 

Taylor Elementary 122
Inspected By Access Instructions

CB/RM
3rd floor, ladder to rooftop

Site Address: 507 West Preston Street
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Ms. Oliver 112917

Title: Custodian Telog Telephone Number Recommended for 
InstallationPhone # 396-0783

Installation Instructions Installation Photo

Flashlight needed

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB/RM 4/25/2006 10:58 6 Test clicks

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System JF 13-RG
Project Project No. Inspection Date/Time Facility Name School #

Jones Falls 995R
4/26/2006 Roland Park 

Elementary 233
Inspected By Access Instructions

CB/RM
Elevator to 3rd floor to door to rooftop

Site Address: 5207 Roland Avenue
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Mr. Matthews

Title: Maintenance Telog Telephone Number Recommended for 
InstallationPhone # 410-396-6420 Telog Serial # 112915

Installation Instructions Installation Photo

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB 4/25/2006 13:18 6 Test clicks

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System JF 14-RG
Project Project No. Inspection Date/Time Facility Name School #

Jones Falls 995R
4/28/2006 Townson High School
Inspected By Access Instructions

SM/CB
Take elevator to fifth floor to get to roof

Site Address: 69 Cedar Avenue
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Paul Comeau 38658-306

Title: Telog Telephone Number Recommended for 
InstallationPhone # 410-887-3608 Telog S/N 112905 

Installation Instructions Installation Photo

Photo will be provided later.  Photo 
unacceptable

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

SM/CB 4/28/2006 13:28 10 Tips Go to office to page Paul

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System PA 01-RG
Project Project No. Inspection Date/Time Facility Name School #

Patapsco 995R
4/26/2006 PA WTTP
Inspected By Access Instructions

CB/RM
Stairway to rooftop

Site Address: 3501 Asiatic Avenue
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name George Harwood 38651-306

Title: Plant manager Telog Telephone Number Recommended for 
InstallationPhone # 410-396-2898 Telog Serial # 112912

Installation Instructions Installation Photo

Place on "white walk" on roof.  Contact school on each visit Photo will be provided later.  Photo 
unacceptable

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB/RM 4/26/2006 11:25 6 clicks, tampered

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System PA 02-RG
Project Project No. Inspection Date/Time Facility Name School #

Patapsco 995R
4/24/2006 RJN Office
Inspected By Access Instructions

CB/RM
Ladder to rooftop

Site Address: 1589 Sulphur Spring Road
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Jeff Merritt

Title: Field Manager Telog Telephone Number Recommended for 
InstallationPhone # 443-421-0245

Installation Instructions Installation Photo

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB/RM 4/24/2006 11:15 Install, test click

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System PA 03-RG
Project Project No. Inspection Date/Time Facility Name School #

Patapsco 995R
4/24/2006 Dr. Carter G. Woodson 

Elementary 160
Inspected By Access Instructions

CB/RM
Rooftop access through the school

Site Address: 2501 Seabury Road
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Karen Ireland 112908

Title: Custodian Telog Telephone Number Recommended for 
InstallationPhone # 410-396-1366

Installation Instructions Installation Photo

Go to main office, custodian will guide to rooftop

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB/RM 4/24/2006 14:00 Install, test click

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System DU 04-RG
Project Project No. Inspection Date/Time Facility Name School #

Dundalk 995R
4/26/2006 Dundalk Pump Station
Inspected By Access Instructions

CB/RM
Access through restroom, ladder to rooftop

Site Address: 2203 Broening Highway
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Byran Ivins 38647-306

Title: Operations Manager Telog Telephone Number Recommended for 
InstallationPhone # 410-396-4972 Telog Serial # 112902

Installation Instructions Installation Photo

Photo will be provided later.  Photo 
unacceptable

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB/RM 4/26/2006 12:10 6 Test clicks

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System DU05-RG
Project Project No. Inspection Date/Time Facility Name School #

Dundalk 995R
4/26/2006 Dundalk Middle School
Inspected By Access Instructions

CB/RM
Stairway to rooftop on 3rd floor

Site Address: 4700 Dunman Way
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Paul Shoulder 38649-306

Title: Principal Telog Telephone Number Recommended for 
InstallationPhone # 410-887-0825 112919

Installation Instructions Installation Photo

Photo will be provided later.  Photo 
unacceptable

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB 4/26/2006 12:50 6 Clicks

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System GF 06-RG
Project Project No. Inspection Date/Time Facility Name School #

Gwynns 
Falls 995R

4/27/2006 South West Academy
Inspected By Access Instructions

CB / RM
Ladder through school in storage closet

Site Address: 6200 Johnnycake Road
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Edgar Bowser 38656-306

Title: Head Custodian Telog Telephone Number Recommended for 
InstallationPhone # 410-887-0825 Telog Serial # 112910

Installation Instructions Installation Photo

Photo will be provided later.  Photo 
unacceptable

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB 4/27/2006 9:40 10 Test clicks

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System GF 07-RG
Project Project No. Inspection Date/Time Facility Name School #

Gwynns 
Falls 995R

4/27/2006 Walbrook High School 411?
Inspected By Access Instructions

CB/RM Ladder to rooftop, first door on right side at 
top of stair.Site Address: 2000 Edgewood Street

Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Mr. Boxdale 38652-306

Title: Head Maintenance Telog Telephone Number Recommended for 
InstallationPhone # 410-545-1856 Telog Serial # 112909

Installation Instructions Installation Photo

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

SM/CB 4/27/2006 10:52 6 test clicks

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System GF08-RG
Project Project No. Inspection Date/Time Facility Name School #

Gwynns 
Falls 995R

4/26/2006 Woodlawn Middle 
School

Inspected By Access Instructions

CB/RM
ladder on left side of building, on gym rooftop

Site Address: 3303 St. Lukes Lane
Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Mr. Harris 1789

Title: Custodian Telog Telephone Number Recommended for 
InstallationPhone # 410-887-1305 Telog Serial # 112922

Installation Instructions Installation Photo

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB/RM 4/25/2006 9:10 Test clicks, 6 tips

N

Yes

No

N



City of Baltimore - Bureau of Water and Wastewater RG Site Name

Flow Monitoring Services for Sanitary Sewer System GF 09-RG
Project Project No. Inspection Date/Time Facility Name School #

Gwynns 
Falls 995R

4/27/2006 Pimlico Middle School 223
Inspected By Access Instructions

CB/RM Stairway to rooftop. Main entrance on left 
side of school by the loading dockSite Address: 3500 West Northern Parkway

Location Diagram of Rain Gauge Area Location Map

Contact Info Tipping Bucket Serial # Signal Strength

Name Brenda Abrams 38657-306

Title: Principal Telog Telephone Number Recommended for 
InstallationPhone # 410-396-0806 Telog Serial # 112906

Installation Instructions Installation Photo

Site Visits

Check By Date Time Manual 
Depth (in)

Rain 
Depth (in)

Battery 
(volt) 

Comments

CB 4/27/2006 12:10 10 Tips

N

Yes

No

N
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